
 

 

 
 
May 6, 2015 
 
Shimon Mizrahi 
Rainier Commons LLC 
918 S. Horton Street, Suite 1018 
Seattle, WA 98134 
 
Subject:  Testing Summary Report for Interior House Dust Collection – Joint 

Sampling with EPA - Phase I  
 
Site Address:  3100 Airport Way S 

Seattle WA 
 

NVL Project #:  2012-494  
 
Dear Mr. Mizrahi: 
 
Per Rainier Common’s request, the following is a summary of the testing performed by NVL 
Laboratories, Inc. (NVL) on “house dust” collected from interior surfaces, during a joint sampling 
round with the EPA, following the active blasting portion of the Phase 1 work.  Samples were 
collected and analyzed for PCBs and specific metals pursuant to the sampling plan documents 
referenced below. 
 
Methods 
 
Both the sample collection and analytical methods meeting EPA requirements and utilized for this 
sampling project are detailed in: 
 

 Rainier Commons Building 10 and 11 Dust Sample Collection and Assessment Plan 
(November 11, 2014) 

 QUALITY ASSURANCE PROJECT PLAN Rainier Commons Dust Sample Collection and 
Assessment (November 11, 2014) 

 
Sample collection and laboratory analysis was performed at NVL Laboratories.  Oversight was 
performed by a Certified Industrial Hygienist. 
 
Chronology and Purpose of Sampling Events 
 

1. November 12, 2014 Collected dust samples identified in November 11, 2014 Dust 
Sample Collection and Assessment Plan, along with additional 
samples as requested by tenants or directed by EPA during 
sampling on site.  Analysis was for both PCBs and metals. 
 

2. November 13, 2014 Collected additional dust samples from location identified by Unit 
10-200’s tenant.  Sample location was identified by tenant after all 
planned sampling had concluded on November 12, 2014.  All 
sampling team personnel had departed Unit 10-200 and NVL 
personnel had already departed the site, when the 10-200 tenant 
requested EPA to return to the unit, late in the day on November 
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12, 2014.  Therefore, NVL sampling was conducted, at Rainier 
Commons’ request, the following day. Dust was present behind a 
section of a whiteboard leaning against the west wall of building 10.  
This dust was not identified or observed during the official, 
scheduled interior sampling in Unit 10-200, which was performed 
on November 12, 2014. Samples for PCB analysis were collected 
both before and after cleaning of the surfaces.   
 

3. December 19/20, 2014 For sample locations tested on November 12, 2014, where 
laboratory analysis indicated total PCB levels ≥ 10 µg/100 cm2, the 
surfaces were cleaned by Rainier Commons, and once cleaned, 
were resampled by NVL to evaluate and confirm the total PCB 
amount was reduced below this level. 

 
 
Laboratory Results 
 
Attached to this report is Table 1: Polychlorinated Biphenyls (PCBs) & Metals SURFACE 
“WIPE” SAMPLES, which summarizes the laboratory results for the samples that were initially 
collected per the sampling plan and QAPP, and as requested or directed by EPA on site 
November 12, 2014.  It also includes and summarizes laboratory results for the follow up PCB 
testing done on November 13, 2014 where an area of visible dust was reported late in the day 
after all planned sampling was concluded, in the 10-200 space.  These results are in the column 
that includes the title, “Initial”. 
 
Table 1 also includes the laboratory results for specific areas that were retested after being 
selected by Rainier Commons based on sample analysis results and cleaned following a cleaning 
protocol described in this report.  These results are in the column that includes the title, “Post-
Cleaning Sample”. 
 
The report of an actual value in Table 1 for both PCBs and metals analysis is only included when 
the laboratory reported value was above the Reporting Limit (RL) for the analytical method.   For 
samples where the analytical result was below the Reporting Limit, the RL value is indicated by 
using the symbol < (less than) followed by the actual RL value.  
 
For Total Aroclors (PCB) the Reporting Limit (RL) for all wipe samples was specifically requested 
to be set at 0.05 µg/100 cm2.  When Aroclor (PCBs) levels are above the Reporting Limit, the 
individual Aroclor concentrations are summed for the total PCB concentration which is reported in 
Table 1.  The individual Aroclor concentrations that were summed for this total value are also 
indicated directly below it in the table in a smaller font. 
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Floor Plan 

The following provides information regarding the sample locations for the areas tested.  The blue 
dots indicate the initial areas on the unit floor plan where the EPA requested for samples to be 
collected. 
 

Unit Floor Plan and  
EPA Identified Locations on Floor Plan 

10-400 

 
 

10-300 

 
 

10-200 
&  
11-200 
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Photographs 
 
The following photographs provide visual information and examples about the testing conditions 
when samples were collected.  Not all sample locations and conditions are here depicted: 
  

# Photograph Notes 

1 

 
 

November 12, 2014 
 
Dust Sample Collection per 
Assessment Plan 
 
Photograph, as an example of 
the method used to collect 
PCB wipe samples, shows a 
100 centimeter square 
template on the surface of a 
window sill. 
 

2 

 
 

November 12, 2014 
 
Dust Sample Collection per 
Assessment Plan 
 
Photograph, as an example of 
the method used to collect 
PCB wipe samples, shows two 
100 centimeter square 
templates on floor surface to 
collect duplicate PCB wipe 
samples from adjacent 
surfaces. 
 

3 

 
 

November 12, 2014 
 
Dust Sample Collection per 
Assessment Plan 
 
Photograph shows 0.25 
square foot template being 
used on a window sill surface 
to collect metal wipe samples.  
When the 0.25 template was 
used, it was used in 4 
separate and adjacent areas 
to have the total surface 
sampled using a single media 
wipe to equal 1 square foot. 
 

 



 

  

Testing Summary Report – Rainier Commons, NVL Project #:2012-494        May 6, 2015 

Page 5 / 12 

 

4 

 

November 13, 2014 
 
Additional Collection of 
Dust Identified by Tenant 
After Close of Scheduled 
Sampling 
 
Photograph of visible red 
dust observed along the 
west wall of the 10-200 
space behind where a 
whiteboard was leaned 
against the wall.   
A tape measure is shown 
to indicate scale. 
 

5 

 

November 13, 2014 
 
Additional Collection of 
Dust Identified by Tenant 
After Close of Scheduled 
Sampling 
 
The 100 centimeter square 
disposable paper template 
on the floor surface defines 
the sample collection area.  
The adjacent blue tape 
markings on the floor are 
areas that the EPA 
collected samples at on the 
previous day. 
 

6 

 

November 13, 2014 
 
Cleaning of Surfaces 
Post Dust Sample 
Collection  
 
Shown is Rainier 
Commons performing the 
cleaning protocol after an 
initial sample had been 
collected from the surface.  
Surfaces wipe washed with 
isopropyl alcohol using a 
clean cloth. 
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Cleaning and Post-clean Sampling of Surfaces  
 
Surfaces were identified and cleaned by Rainier Commons after initial sample collection utilizing a 
surface cleaning protocol and then re-sampled by NVL to evaluate and confirm the total PCBs 
remaining were ≤ 10 µg/100 cm2 in the following instances:  
 

A. Sample locations tested on November 12, 2014, where Initial Total PCB analysis results 
exceeded 10 µg/100 cm2.  
 

B. Sample locations tested on November 13, 2014, specifically where visible dust was 
observed at the west side location of the 10-200 space. 

 
 
Surface Cleaning Protocol 
 
The surface cleaning protocol Rainier Commons developed and utilized consisted of a double 
wash rinse using both isopropyl alcohol and water is summarized as follows: 
 

1. Initial step - vacuuming of the surface with a HEPA filtered vacuum; 
2. Followed by wiping clean the surface with a clean cloth wetted with isopropyl alcohol, 

which was then placed in a bag for proper disposal; 
3. Followed by wiping clean the surface with a clean cloth wetted with clean tap water, which 

was then placed in a bag for proper disposal; 
4. Followed by wiping clean the surface again with a clean cloth wetted with isopropyl 

alcohol, which was then placed in a bag for proper disposal;  
5. Finally, followed by wiping clean the surface again with a clean cloth wetted with clean tap 

water, which was then placed in a bag for proper disposal. 
 

Once the double wash rinse protocol was completed, the surfaces were then allowed to air dry 
prior to any sampling conducted by NVL to test for the presence of PCBs. 
 
 
Discussion / Conclusion 
 
Comparison of the pre and post cleaning test results, for surfaces that were cleaned using the 
double wash rinse protocol, demonstrates the cleaning protocol to be effective. PCB levels were 
always reduced by cleaning, and in all cases, post-cleaning levels were below 10 µg/100 cm2. 
 
 
Closing 
 
This document is the sole property of NVL Laboratories and Rainier Commons, the building 
owner. 
 
NVL appreciates the opportunity to provide the testing service to Rainier Commons and trust this 
report documenting the sample collection and results meets your needs as requested.  Please  
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contact NVL if information is needed at any time regarding the information provided in this report. 
 

Sincerely, 
 

Sample Collection & Documentation: 
 

 

Review & Project Management: 

Marcus Gladden Munaf Khan 
Environmental Quality Technician Project Manager 
NVL Laboratories  Laboratory Director / President 
   
Sampling Oversight / Certified Industrial Hygienist: 

 
 
 
  
 
 
 
 
 

David Leonard MSPH, CIH 
Technical Resource Expert 
 
 
ATTACHMENTS: 

 Table 1: Polychlorinated Biphenyls (PCBs) & Metals SURFACE “WIPE” SAMPLES 

 NLV Laboratories, INC. Laboratory Reports: 
o Polychlorinated Biphenyls (PCBs), SURFACE “WIPE”  

- Batch No: 1420311, 1420312, 1420313, 1420408, 1422605 
o Metals, SURFACE “WIPE”  

- Batch No: 1420308, 1420309, 1420310 
 
REFERENCED: 

 Rainier Commons Building 10 and 11 Dust Sample Collection and Assessment Plan 
(November 11, 2014) 

 QUALITY ASSURANCE PROJECT PLAN Rainier Commons Dust Sample Collection and 
Assessment (November 11, 2014)  
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Table 1  

Polychlorinated Biphenyls (PCBs) & Metals 
SURFACE “WIPE” SAMPLES 

Report of actual value in table, indicates reported value is above reporting limit.  < and value indicates value is below reporting limit. 
> = “greater than”   NA = Not Applicable  NC = Not Collected.     Minimum reporting limit for Total Aroclors = 0.050 ug/100 cm

2
.  

* = post cleaning conducted and sample collected independent of pre-cleaning sample result.  
Only Aroclors above reporting limit are indicated or summed in this table. 

Building 
Location 

PCB / 
Metals 
Sample 

#s 

Sample 
Location 

Initial Sample 

Total PCB 
Concentration 

(ug/100 cm
2
) 

Post- Cleaning  
Sample

#
 

Total PCB 
Concentration 

(ug/100 cm
2
) 

Chrom-
ium 

Lead Copper Nickel Zinc 

#
 = Cleaning 

Conducted if Initial 
Concentration  
>10 ug/100 cm

2 
ug / ft

2
 

10-400 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

10-400 
PCB-1 

& 
10-400 

M-1 

South 
Window 

Sill 
Surface 

1.01 
 

(Aroclor 1254 = 0.43) 
(Aroclor 1260 = 0.58) 

 
NA 

5.3 <4.0 5.2 <4.0 740.0 

10-400 
PCB-2 

& 
10-400 

M-2 

Middle 
Window 

Sill 
Surface 

 
0.32 

 
(Aroclor 1254 = 0.15) 
(Aroclor 1260 = 0.17) 

 

 
NA 

<4.0 320.0 4.5 <4.0 330.0 

10-400 
PCB-3 

& 
10-400 

M-3 

North 
Window 

Sill 
Surface 

 
0.4 

 
(Aroclor 1254 = 0.19) 
(Aroclor 1260 = 0.21) 

 

 
NA 

<4.0 110.0 5.3 <4.0 980.0 

10-400 
PCB-4 

& 
10-400 

M-4 

E-1219-
10-300 

South 
Window 

Floor 

 
56.0 

 
(Aroclor 1254 = 26.0) 
(Aroclor 1260 = 30.0) 

 

 
0.184 

 
(Aroclor 1254 = 0.11) 

(Aroclor 1260 = 0.074) 

 

<4.0 30.0 8.7 <4.0 76.0 

10-400 
PCB-5 

& 
10-400 

M-5 

Middle 
Window 

Floor 

 
0.5 

 
(Aroclor 1254 = 0.23) 
(Aroclor 1260 = 0.27) 

 

 
NA 

<4.0 22.0 <4.0 <4.0 22.0 

10-400 
PCB-6 

& 
10-400 

M-6 

North 
Window 

Floor 

 
0.5 

 
(Aroclor 1254 = 0.22) 
(Aroclor 1260 = 0..28) 

 

 
NA 

<4.0 <4.0 6.6 <4.0 99.0 

10-400 
PCB-7 

& 
10-400 

M-7 

Projector 

 
0.87 

 
(Aroclor 1254 = 0.34) 
(Aroclor 1260 = 0.53) 

 

 
NA 

4.1 15.0 24.0 <4.0 120.0 
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Table 1  

Polychlorinated Biphenyls (PCBs) & Metals 
SURFACE “WIPE” SAMPLES 

Report of actual value in table, indicates reported value is above reporting limit.  < and value indicates value is below reporting limit. 
> = “greater than”   NA = Not Applicable  NC = Not Collected.     Minimum reporting limit for Total Aroclors = 0.050 ug/100 cm

2
.  

* = post cleaning conducted and sample collected independent of pre-cleaning sample result.  
Only Aroclors above reporting limit are indicated or summed in this table. 

Building 
Location 

PCB / 
Metals 
Sample 

#s 

Sample 
Location 

Initial Sample 

Total PCB 
Concentration 

(ug/100 cm
2
) 

Post- Cleaning  
Sample

#
 

Total PCB 
Concentration 

(ug/100 cm
2
) 

Chrom-
ium 

Lead Copper Nickel Zinc 

#
 = Cleaning 

Conducted if Initial 
Concentration  
>10 ug/100 cm

2 
ug / ft

2
 

 
 
 
 
 

10-400 
(cont.) 

10-400 
PCB-8 

& 
10-400 

M-8 
 

Kitchen 
Shelf 

 

<0.05 
 

No detectable 
levels of PCB 

Aroclors 

 
NA 

<4.0 7.3 23.0 <4.0 68.0 

10-400 
PCB-9 

& 
10-400 

M-9 

DUPLICATE 

South 
Window 

Floor 

 
0.74 

 
(Aroclor 1254 = 0.30) 
(Aroclor 1260 = 0.44) 

 

 
NA 

<4.0 37.0 7.1 <4.0 76.0 

10-400 
PCB-10 

& 
10-400 
M-10 

Field 
Blank 

 
<0.05 

 

No detectable 
levels of PCB 

Aroclors 

 

 
NA 

<4.0 <4.0 <4.0 <4.0 <4.0 

10-400 
PCB-11 

& 
10-400 
M-11 

Bust 

 
1.62 

 
(Aroclor 1254 = 0.70) 
(Aroclor 1260 = 0.92) 

 

 
NA 

14.0 190.0 56.0 

<8.0* 
 

RL = 8.0 
due to 

fact only 
0.5 ft

2
 

surface 
area was 
sampled. 

1700.0 

10-300 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

10-300 
PCB-1 

& 
10-300 

M-1  

B-1219-
10-300 

 

South 
Window 

Sill 
Surface 

13.4 
 

(Aroclor 1254 = 5.9) 
(Aroclor 1260 = 7.5) 

 

 
0.63 

 
(Aroclor 1254 = 0.41) 
(Aroclor 1260 = 0.22) 

 

6.0 99.0 10.0 <4.0 260.0 

 
10-300 
PCB-2 

& 
10-300 

M-2  

C-1219-
10-300 

 
 
 

North 
Window 

Sill 
Surface 

 
21.798 

 
(Aroclor 1016 = 0.098) 

(Aroclor 1254 = 9.7) 
(Aroclor 1260 = 12) 

 

0.086 
 

(Aroclor 1254 = 0.086) 

15.0 <4.0 13.0 <4.0 800.0 
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Table 1  

Polychlorinated Biphenyls (PCBs) & Metals 
SURFACE “WIPE” SAMPLES 

Report of actual value in table, indicates reported value is above reporting limit.  < and value indicates value is below reporting limit. 
> = “greater than”   NA = Not Applicable  NC = Not Collected.     Minimum reporting limit for Total Aroclors = 0.050 ug/100 cm

2
.  

* = post cleaning conducted and sample collected independent of pre-cleaning sample result.  
Only Aroclors above reporting limit are indicated or summed in this table. 

Building 
Location 

PCB / 
Metals 
Sample 

#s 

Sample 
Location 

Initial Sample 

Total PCB 
Concentration 

(ug/100 cm
2
) 

Post- Cleaning  
Sample

#
 

Total PCB 
Concentration 

(ug/100 cm
2
) 

Chrom-
ium 

Lead Copper Nickel Zinc 

#
 = Cleaning 

Conducted if Initial 
Concentration  
>10 ug/100 cm

2 
ug / ft

2
 

 
 
 
 
 
 
 
 
 
 

10-300 
(cont.)  

 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

10-300 
PCB-3 

& 
10-300 

M-3  

D-1219-
10-300 

 

South 
Window 

Floor 

 
34.14 

 
(Aroclor 1016 = 0.14) 
(Aroclor 1254 = 15.0) 
(Aroclor 1260 = 19.0) 

0.12 
 

(Aroclor 1254 = 0.12) 

<4.0 25.0 <4.0 <4.0 100.0 

10-300 
PCB-4 

& 
10-300 

M-4 

North 
Window 

Floor 

 
4.0 

 
(Aroclor 1254 = 1.8) 
(Aroclor 1260 = 2.2) 

 
NA 

 
<4.0 16.0 <4.0 <4.0 75.0 

10-300 
PCB-5 

& 
10-300 

M-5 
 
 

Top of 
Fridge 

 
0.37 

 
(Aroclor 1254 = 0.19) 
(Aroclor 1260 = 0.18) 

 
NA 

<4.0 5.6 10.0 <4.0 21.0 

10-300 
PCB-6 

& 
10-300 

M-6 

Top of 
Hot 

Water 
Cabinet 

 
0.32 

 
(Aroclor 1254 = 0.13) 
(Aroclor 1260 = 0.19) 

 
NA 

9.0 12.0 6.8 <4.0 150.0 

10-300 
PCB-7 

& 
10-300 

M-7 

DUPLICATE 

Top of 
Hot 

Water 
Cabinet 

 
0.198 

 
(Aroclor 1254 = 0.078) 
(Aroclor 1260 = 0.12) 

 
NA 

6.4 <4.0 <4.0 <4.0 78.0 

10-300 
PCB-8 

& 
10-300 

M-8 

Field 
Blank 

 
<0.05 

 
No detectable 
levels of PCB 

Aroclors 

 
NA 

<4.0 <4.0 <4.0 <4.0 <4.0 

10-200 
 
 
 
 
 
 
 
 
 

 
10-200 
PCB-1 

& 
10-200 

M-1 

A-1219-
10-200 

 
 

Floor in 
front of 
window 

17.8 
 

(Aroclor 1254 = 9.2) 
(Aroclor 1260 = 8.6) 

2.4 
 

(Aroclor 1254 = 1.3) 
(Aroclor 1260 = 1.1) 

17.0 26.0 17.0 <4.0 180.0 
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Table 1  

Polychlorinated Biphenyls (PCBs) & Metals 
SURFACE “WIPE” SAMPLES 

Report of actual value in table, indicates reported value is above reporting limit.  < and value indicates value is below reporting limit. 
> = “greater than”   NA = Not Applicable  NC = Not Collected.     Minimum reporting limit for Total Aroclors = 0.050 ug/100 cm

2
.  

* = post cleaning conducted and sample collected independent of pre-cleaning sample result.  
Only Aroclors above reporting limit are indicated or summed in this table. 

Building 
Location 

PCB / 
Metals 
Sample 

#s 

Sample 
Location 

Initial Sample 

Total PCB 
Concentration 

(ug/100 cm
2
) 

Post- Cleaning  
Sample

#
 

Total PCB 
Concentration 

(ug/100 cm
2
) 

Chrom-
ium 

Lead Copper Nickel Zinc 

#
 = Cleaning 

Conducted if Initial 
Concentration  
>10 ug/100 cm

2 
ug / ft

2
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

10-200 
(cont.) 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

10-200 
PCB-2 

& 
10-200 

M-2 

Top of 
Table 
near 

Window 

 
0.274 

 
(Aroclor 1254 = 0.064) 
(Aroclor 1260 = 0.21) 

 
NA 

<4.0 4.0 <4.0 <4.0 14.0 

10-200 
PCB-3 

& 
10-200 

M-3 

Top of 
black 

Shelving 

 
0.208 

 
(Aroclor 1254 = 0.078) 
(Aroclor 1260 = 0.13) 

 
NA 

<4.0 <4.0 <4.0 <4.0 <4.0 

10-200 
PCB-4 

& 
10-200 

M-4 

Top of 
Fridge 

 
0.34 

 
(Aroclor 1254 = 0.14) 
(Aroclor 1260 = 0.20) 

 
NA 

<4.0 <4.0 4.3 <4.0 <4.0 

10-200 
PCB-5 

& 
10-200 

M-5 

Floor 
below 
fridge 

0.29 
 

(Aroclor 1254 = 0.15) 
(Aroclor 1260 = 0.14) 

 
NA 

11.0 <4.0 37.0 <4.0 430.0 

10-200 
PCB-6 

& 
10-200 

M-6 

DUPLICATE 

Floor 
below 
fridge 

6.6 
 

(Aroclor 1254 = 3.5) 
(Aroclor 1260 = 3.1) 

 
NA 

8.8 36.0 26.0 <4.0 320.0 

10-200 
PCB-7 

& 
10-200 

M-7 

Field 
Blank 

 
<0.05 

 

No detectable 
levels of PCB 

Aroclors 

 

 
NA 

<4.0 <4.0 <4.0 <4.0 <4.0 

111314-
PCB-1, 
111314-
PCB-3 

Floor 
under 

Whiteboard 
On West 

Wall, 
North 

 

5.4 
 

(Aroclor 1254 = 3.1) 
(Aroclor 1260 = 2.3) 

.22* 
 

(Aroclor 1254 = 0.11) 
(Aroclor 1260 = 0.11) 

NC NC NC NC NC 

111314-
PCB-2, 
111314-
PCB-4 

Floor 
Under 

Whiteboard 
On West 

Wall, 
South 

5.9 
 

(Aroclor 1254 = 2.7) 
(Aroclor 1260 = 3.2) 

1.03* 
 

(Aroclor 1254 = 0.52) 
(Aroclor 1260 = 0.51) 

NC NC NC NC NC 
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Table 1  

Polychlorinated Biphenyls (PCBs) & Metals 
SURFACE “WIPE” SAMPLES 

Report of actual value in table, indicates reported value is above reporting limit.  < and value indicates value is below reporting limit. 
> = “greater than”   NA = Not Applicable  NC = Not Collected.     Minimum reporting limit for Total Aroclors = 0.050 ug/100 cm

2
.  

* = post cleaning conducted and sample collected independent of pre-cleaning sample result.  
Only Aroclors above reporting limit are indicated or summed in this table. 

Building 
Location 

PCB / 
Metals 
Sample 

#s 

Sample 
Location 

Initial Sample 

Total PCB 
Concentration 

(ug/100 cm
2
) 

Post- Cleaning  
Sample

#
 

Total PCB 
Concentration 

(ug/100 cm
2
) 

Chrom-
ium 

Lead Copper Nickel Zinc 

#
 = Cleaning 

Conducted if Initial 
Concentration  
>10 ug/100 cm

2 
ug / ft

2
 

11-200 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

11-200 
PCB-1 

& 
11-200 

M-1 

Floor in 
Front of 

S 
Window 

 
0.128 

 
(Aroclor 1254 = 0.060) 
(Aroclor 1260 = 0.068) 

 
NA 

<4.0 30.0 4.4 <4.0 150.0 

11-200 
PCB-2 

& 
11-200 

M-2 

Floor in 
Front of 

N 
Window 

 

<0.05 
 

No detectable 
levels of PCB 

Aroclors 

 
NA 

<4.0 14.0 5.0 <4.0 75.0 

11-200 
PCB-3 

& 
11-200 

M-3 

Top of 
Steam 
Duct 

 
0.3 

 
(Aroclor 1254 = 0.15) 
(Aroclor 1260 = 0.15) 

 
NA 

<4.0 <4.0 13.0 <4.0 370.0 

11-200 
PCB-4 

& 
11-200 

M-4 

Top of W 
Acoustic 

Wall 

 
0.71 

 
(Aroclor 1254 = 0.24) 
(Aroclor 1260 = 0.47) 

 
NA 

47.0 <4.0 <4.0 <4.0 780.0 

11-200 
PCB-5 

& 
11-200 

M-5 

White 
Chair 

 
0.134 

 

(Aroclor 1254 = 0.070) 

(Aroclor 1260 = 0.064) 

 
NA 

<8.0* 
 

RL = 8.0 due 
to fact only 

0.5 ft
2
 

surface area 
was 

sampled. 

16.0 

<8.0* 
 

RL = 8.0 
due to fact 
only 0.5 ft

2
 

surface 
area was 
sampled. 

<8.0* 
 

RL = 8.0 
due to fact 
only 0.5 ft

2
 

surface 
area was 
sampled. 

<8.0* 
 

RL = 8.0 
due to fact 
only 0.5 ft

2
 

surface 
area was 
sampled. 

11-200 
PCB-6 

& 
11-200 

M-6 

DUPLICATE 

Floor in 
Front of 

S 
Window 

 
0.114 

 
(Aroclor 1254 = 0.056) 
(Aroclor 1260 = 0.058) 

 
NA 

<4.0 32.0 5.0 <4.0 160.0 

11-200 
PCB-7 

& 
11-200 

M-7  

F-1219-
10-FB 

Field 
Blank 

 
<0.05 

 
No detectable 
levels of PCB 

Aroclors  

 
<0.05 

 
No detectable 
levels of PCB 

Aroclors 

<4.0 <4.0 <4.0 <4.0 <4.0 

 


































































































































































